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 C 000 Initial Comments  C 000

This report is of a Complaint investigation done 
by Bob Getchell on June 23, 2016.  

This facility was originally licensed on May 13, 
1968. On November 20, 1979 a 28- bed addition 
was added, bringing the total beds to 60. 
Therefore the original section of the facility must 
meet the 1971 and the applicable portions of the 
2005 Rules for the Licensing of Adult Care 
Homes of Seven or More Beds; and, the 1967 
North Carolina State Building Code, Group D, 
Section 516.1(c). 

The 28-bed addition must meet the 1977 and the 
applicable portions of the 2005 Rules for the 
Licensing of Adult Care Homes of Seven or More 
Beds; and, the 1978 North Carolina State Building 
Code, Section 409.1(c). 

The complaint alleged the air conditioning was 
not working in the front section of the right 
residential wing.  The complaint is substantiated.

Deficiencies were noted which will require a new 
plan of correction.

 

 C 189 Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.
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This Rule  is not met as evidenced by:
Based on observation, the facility was not 
maintained safe due to mechanical equipment  
not maintained operable. 
This could cause dehydration and other medical 
complications in elderly residents.

Findings include:
The air conditioning system serving the right front 
corridor was not functioning.

A temperature reading taken in the corridor was 
80 degrees F.  

Interview with facility staff indicated that they had 
to order a new compressor.

The residents were relocated to vacant rooms on 
the left wing where the air conditioning is working, 
and fans have been placed in the right front 
corridor.
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